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END DAM DIAGRAM
DIAGRAM 01.410.0201 REV. 02/04/11

EXTEND FLASHING 
FLUSH OR BEYOND 
FACE OF MASONRY

CARRY FLASHING ½” MIN. 
BEYOND END OF LINTEL 
AND TURN UP TO FORM 
END DAM IN HEAD JOINT

FIELD-FORMED FLASHING END DAM

CAVITY INSULATION NOT 
SHOWN FOR CLARITY OF 
DETAIL

2” RECOMMENDED; 
1” MIN.

SEALANT 

NOTE:                        
STRUCTURAL ELEMENTS 
MAY VARY, AND ARE SHOWN 
FOR ILLUSTRATION ONLY


