STUCCO ASSEMBLY

SHEATHED CONSTRUCTION, WOOD FRAMING

DETAIL 09.090.0101

REV. 12/18/09

© 2011 INTERNATIONAL MASONRY INSTITUTE

INSULATION

1/8" GAP BETWEEN SHEETS OF PLYWOOD OR OSB AT VERTICAL & HORIZONTAL JOINTS

WOOD STUDS

2 LAYERS OF WATER RESISTANT BARRIER, 30 LB. FELT, MIN.

SHEATHING: EXTERIOR GYPSUM, PLYWOOD, OR OSB

SELF-FURRING LATH NAILED @ 8" O.C. VERTICALLY & HORIZONTALLY

FINISH COAT

CEMENT PLASTER

BASE COAT

1/2" BROWN COAT

1/4" SCRATCH COAT W/ LATH EMBEDDED

INSULATION

1/8" GAP BETWEEN SHEETS OF PLYWOOD OR OSB AT VERTICAL & HORIZONTAL JOINTS

WOOD STUDS

2 LAYERS OF WATER RESISTANT BARRIER, 30 LB. FELT, MIN.

SHEATHING: EXTERIOR GYPSUM, PLYWOOD, OR OSB

SELF-FURRING LATH NAILED @ 8" O.C. VERTICALLY & HORIZONTALLY

FINISH COAT

CEMENT PLASTER

BASE COAT

1/2" BROWN COAT

1/4" SCRATCH COAT W/ LATH EMBEDDED